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14. Continued:

A. The solicitation number for this requirement is hereby changed from “NND10AH17C”, to
“NND10323170R".

B. The following Government answers to questions are provided for the information of
prospective offerors in preparing their technical proposals:

Question #1:

Answer #1:

Question #2:

Answer #2:

Question #3:

Section 2.1.3: Must the system be capable of meeting the specification
for flow in continuous (i.e. 24 hours/day, 7 days/week), or is the flow
intermittent? If it is intermittent, what is the operating cycle?

The flow is continuous only during test operations. Typical test
operations last about five (5) hours but can be as long as eight (8) hours.
During a typical test program, a test operation may occur 2-3 times a
week for a period of two (2) months. We may run two (2) test programs a
year.

Section 2.1.3.1: Volume flow rates, pressures and temperatures and
temperatures are required to be adjustable. While it is clear that the
pressure must be controlled at 100 psig (+/710 psi), the requirements for
flow rate and temperature as not clear. Please clarify the required degree
of adjustment and control for flow rate and temperature. For example, is
1000 SCFM plus or minus 10% adequate? Regarding temperature, is an
exit temperate anywhere in the range of =60 to +80 degrees F
acceptable, or must the system be capable of controlling at a specific
temperature in that range? If it is the latter, what is the tolerance on
temperature variability?

Replace Section 2.1.3.1 with the following statement: “Pressures and
temperature are required to be adjustable.” We understand that the
actual delivered volume flow rate will depend on the set pressure,
temperature and downstream plumbing. A volume flow rate of 1000
SCFM +/-5% is only required at the 100 psig (+/-10psi) condition. The
temperature must be controlled to a user defined specific temperature.
The tolerance on the temperature control is +/- 10°F.

Section 2.1.8: Please confirm the requirements for the fill connection.
This paragraph calls for a 2-1/2” fitting. Standard commercial delivery
trailers are equipped with 171/2” fill hoses. Also, please confirm that the
Nitrogen Connection No. NI=25 is correct. We are familiar with Nitrogen
Connection No. NI=250 for a 2-1/2” connection and suspect that the
reference to Ni—25 may be a typographical error.
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14. B. Continued:

Answer #3:

Question #4:

Answer #4:

Question #5:

Answer #5:

I understand that commercial delivery trailers are equipped with 1-1/2”
fittings. We require a 2-1/2” fill/drain connection because we have a
manifold system with a 2-1/2” fitting that we want to connect directly to the
fill/drain connection. We will purchase an adapter to interface with
delivery trailers. You are correct the SOW should read NI-250 and not
NI-25.

Section 2.2.4: Please clarify the scope of the review and approval by a
California Licensed Professional Engineer. Specifically, is the review and
approval related to the ability of the system to meet seismic requirements
only, or is the process design also within the scope of this review?

No review of the process design is required.

Section 3.1.4: Please confirm that outline drawings and P&IDs will meet
the requirements of this section.

Yes, outline drawings and P&IDs will meet the requirements of this
section.

C. The due date for technical proposals is hereby extended to “January 20, 2010 (4:00PM

PSTY.

(END OF AMENDMENT)




